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A

ALUMINUM TUBE 1.9 OD

EAA05-01 CKIT

RISER MAT

BASE STABILIZER PLATE

2X 1/2-13 X 1 L
UNC HEX BOLT

GA145-01 CLAMP

DETAIL A
SCALE 1 : 8

2X 1/2-13
UNC HEX NUT

STEP 1 - SUPPORTS
- ASSEMBLE SUPPORT ON EACH SIDE
- HARDWARE MUST BE TORQUED TO 30 LB-FT
- PLACE THE ASSEMBLY IN POSITION ON THE ROOF
- PLACE RISER MAT UNDERNEATH THE BASE STABILIZER
- REPEAT PROCESS FOR OTHER SET
- MAKE SURE THAT THE SUPPORTS ARE 
PERPENDICULAR (90 DEGREES) WITH THE FLOOR

TUBE LENGTH TO BE CUT DEPENDING ON 
HEIGHT & MODEL
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5/16-18 X 1 L 
SERRATED FLANGE HEX BOLT

CO RAIL

UPPER STABILIZER PLATE

RISER STABILIZER 5/16-18 
SERRATED HEX NUT

STEP 2 - MIDDLE
- BOLTS MUST PASS THROUGH CO RAIL, UPPER 
STABILIZER PLATE & RISER STABILIZER
- HARDWARE MUST BE TORQUED TO 30 LB-FT
- REPEAT PROCESS FOR EACH CORNER & CENTER

SEE DETAIL VIEW FOR REFERENCE

SCALE/ÉCHELLE:

1:24

TITLE/TITRE:
CO ASM

STEP 2 - MIDDLE
4000 PLACE DE JAVA, LOCAL A, BROSSARD, QC J4Y 0C4 

TEL: 1-866-856-0560 
DELTAPREVENTION.COM/EN/

REV:

SHEETS/FEUILLES: SIZE/FORMAT:
2

A 3 OF/DE 5

UNITS/UNITÉS:PART NUMBER/NUMÉRO DE PIÈCE:

IMP.
A

D

C

B

1 432

1

A

432

D

C

B



1/2-13 X 1 L 
UNC HEX BOLT GA144-01 CLAMP

1/2-13 UNC HEX NUT

CO PLATE

VERTICAL POST 
42"

VERTICAL POST 
33"VERTICAL POST

33"

STEP 3 - VERTICAL POST
- HARDWARE MUST BE TORQUED TO 30 LB-FT
- MAKE SURE THAT THE BOLTS FOR VP 42" PASS 
THROUGH THE CO PLATE

SEE DETAIL VIEW FOR REFERENCE
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4X GA090-01 CLAMP

2X ALUMINUM TUBE 1.9 OD X 12.5 L

2X ALUMINUM TUBE 1.9 OD

2X ALUMINUM TUBE 1.9 OD

2X ALUMINUM TUBE 1.9 OD

4X GA125-01 CLAMP

STEP 4 - RAIL
- REPEAT ASSEMBLY FOR BOTH SIDE
- HARDWARE MUST BE TORQUED TO 30 LB-FT
- MAKE SURE THAT THE SUPPORTS ARE 
PERPENDICULAR (90 DEGREES) WITH THE FLOOR

PLEASE REFER TO TECHNICAL DRAWING OF SPECIFIC
CONFIGURATION FOR TUBE LENGTHS
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